
GENERAL NOTES

1. COORDINATE DEMOLITION WITH EXTENT OF NEW WORK.

2. COORDINATE DEMOLITION WITH RESPECTIVE CIVIL, STRUCTURAL, PLUMBING,
MECHANICAL AND ELECTRICAL DRAWINGS

? DENOTES DEMOLITION NOTE##

MECH. RM.

169

MAINT. / STORAGE

170

TOWEL ROOM

168

EQUIP'T RM.

161A

BOXING

160

TOILETS / SHOWERS

159

GIRLS LOCKER

159

MUSIC & DANCE

155

BOYS LOCKER

166

TOILET

165

SHOWERS

166

HALL

167

HALL

163

HALL

157

D-8D-8D-8

D-6

D-6

4
' -

 2
"

CORRIDOR

148

D-6

BOYS LOCKERS

166

MAIN. STORAGE

170

MECH. EQUIP.

169

CORRIDOR

148

BOXING ROOM

160

MUSIC & DANCE

155

TOWEL ROOM

168

EQUIP'T ROOM

161A

D-56

GENERAL NOTES

1. PENETRATIONS AT FIRE RATED ASSEMBLIES SHALL BE FULLY FIRESTOPPED - REFER TO
      SPECIFICATION 07 84 00 FOR FIRE STOPPING DETAILS

RATED WALL DESIGNATION

(     ) NON RATED ASSEMBLY IF BLANK
(R1)   1 HR RATED ASSEMBLY
(R2)   2 HR RATED ASSEMBLY
(R3)   3 HR RATED ASSEMBLY

WALL HEAD CONDITION

(A) RUN WALL ASSEMBLY TO MIN. 4"
ABOVE FINISHED CEILING .BRACE
WALL AS REQUIRED

(B) PARTIAL HEIGHT WALL SEE
ELEVATIONS AND DETAILS FOR
HEIGHT

PARTITION # DESIGNATION

(1-19) METAL STUD ASSEMBLIES
(20-29) SHAFT WALL ASSEMBLIES
(30-39) CMU ASSEMBLIES
(40-49) C.I.P. ASSEMBLIES
(50-59) WOOD STUD ASSEMBLIES

ASSEMBLY COMPOSITION

SEE WALL TYPE LEGEND FOR
ADDITIONAL INFORMATION

PARTITION AND WALL TAG DESCRIPTION

P##X-RX

INTERIOR PARTITION TAG or

EXTERIOR WALL TAG

WALL # DESIGNATION

(1) METAL STUD ASSEMBLIES
(2) WOOD STUD ASSEMBLIES
(3) CMU ASSEMBLIES

ASSEMBLY COMPOSITION

SEE WALL TYPE LEGEND AND
WALL SECTIONS FOR ADDITIONAL
INFORMATION

RUN WALL ASSEMBLY TO UNDERSIDE OF
FLOOR OR ROOF ASSEMBLY IF NO BOX

P##X-RXW

P##X-RX X
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DEMOLITION PLANS
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ISSUED FOR  BID

2012

12-13-13

12-13-13

SCHEDULE OF DEMOLITION NOTES
D-6 SAWCUT & REMOVE PORTION OF EXISTING CONCRETE SLAB.(AREA SHOWN HATCHED)

COORD EXTENT WITH NEW WORK, COORD WITH MEP DRAWINGS.

D-8 REMOVE EXISTING TILED SEAT/ BENCH AND ASSOCIATED CMU SUPPORT STRUCTURE
IN IT'S ENTIRETY.

D-56 REMOVE EXISTING CEILING LIGHT FIXTURE

N

 1/8" = 1'-0" AD-101

1FIRST FLOOR DEMOLITION PLAN

N

 1/8" = 1'-0" AD-101

2

PARTIAL REFLECTED CEILING PLAN

- DEMOLITION PLAN

No. Date Description



GENERAL NOTES

1. DIMENSIONS SHOWN ARE TO FACE OF STUD / FURRING OR FACE OF C.M.U. UNLESS 
NOTED OTHERWISE

2. FURNISHINGS AND EQUIPMENT BY OWNER ARE NOTED AS N.I.C. OR SHOWN DASHED.

3. PROVIDE NEW LOCKSET (DEADBOLT) TO EXISTING ALUMINUM DOOR.  PAINT EXISTING
    DOOR GLAZING INSIDE SURFACE OF EQUIPMENT ROOM SATIN BLACK.

4. WHERE EXISTING CONCRETE SLAB HAS BEEN REMOVED FOR NEW UNDERGROUND
    UTILITIES, PROVIDE NEW CONCRETE SLAB INSTALLED EVEN WITH EXISTING CERAMIC
    TILE FLOORING.

5. WHERE EXISTING SAUNA STEPPED SEATS ARE REMOVED, PATCH EXISTING WALLS
    WITH THINSET PLASTER INSTALLED EVEN WITH EXISTING CERAMIC WALL TILE AND
    PREPPED FOR PAINTING.

? DENOTES CODED NOTE## ? DENOTES TOILET ACCESSORIE NOTE##

BOXING ROOM

160

MUSIC & DANCE

155

ARTS & CRAFTS

153

DARK ROOM

154

BOYS LOCKERS

166

TOWEL ROOM

168

HALL

167

MAIN. STORAGE

170

MECH. EQUIP.

169

ENTRY

147

CORRIDOR

148

COATS

25

OFFICE

26

CHECK-IN

27

GAME ROOM / LOUNGE

150

SPRINKLER SERVICE

152

HALL

157

GYMNASIUM

120

- NO WORK -

- NO WORK -

- NO WORK -

EQUIP'T ROOM

161A

40

HALL

167

HALL

157

SPRAYPAD MANIFOLD

52

26

5

6

51 50

31

3
' -

 6
"

8
"

BOXING ROOM

160

BOYS LOCKERS

166

EQUIP'T ROOM

161A

1

A-601

5

EXISTING DOOR & FRAME
TO REMAIN

2

A-601
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FIRST FLOOR PLAN
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N

 1/8" = 1'-0" A-101

1PARTIAL FIRST FLOOR PLAN

No. Date Description

 1/4" = 1'-0" A-101

2ENLARGED FIRST FLOOR PLAN

SCHEDULE OF CODED NOTES
5 NEW CONCRETE FLOOR INFIL. 4" CONC. SLAB ON GRADE w/ ONE LAYER OF

6x6-w2.1xw2.1 W.W.F.o/ 15 MIL VAPOR BARRIER (SEE SPEC)TIE INTO EXISTING VAPOR
BARRIER o/ 4" LAYER OF GRANULAR FILL BELOW SLAB. DOWEL INTO EXISTING SLAB
EDGE AND SLOPE NEW SLAP TO FLOOR DRAINS TYP.

6 WALL MOUNTED FIRE EXTINGUISHER - F.E.

26 FLOOR DRAIN - SEE PLUMB. DWG'S

31 UTILITY SINK - SEE PLUMBING DWG'S

40 CONC. SLAB - SEE CIVIL DRAWINGS

50 1 1/2" DIA STL PIPE GUARDRAIL PROVIDE POST @ 5'-0" oc MAX - PAINT

51 PROVIDE SAFTY CHAIN w/ EYELETS @ TOP AND MID RAIL

52 WALL MOUNTED PIT LADDER- SEE SPEC AND DETAIL 3/A-102



5/8" GYPSUM o/
SUSPENDED SYSTEM -
PAINT

EXPOSED

RECESSED CAN
FIXTURE

RECESSED WALL
WASH FIXTURE

EXHAUST FAN - REFER
TO MECH FOR SIZES

SUPPLY AIR DIFFUSER -
REFER TO MECH FOR
SIZES

RETURN AIR GRILLE -
REFER TO MECH FOR
SIZES

CEILING HEIGHT
INDICATOR

CEILING PLAN LEGEND

CEILING MOUNTED
FIXTURE

SUSPENDED CEILING
GRID

( X' - XX" )

1 HR RATED CEILING
ASSEMBLY
{HORIZONTAL
SHAFT WALL  4" CH
STUD w/ 1" GYP.
SHAFT LINER PANEL
& (1) LAYERS 5/8"
GYP. BD. (UL 499)}

SPEAKER

GENERAL NOTES

1. DIMENSIONS SHOWN ARE TO FACE OF STUD / FURRING OR FACE OF C.M.U. UNLESS 
NOTED OTHERWISE

2. REFER TO DRAWING A-801 FOR WALL TYPE DESCRIPTIONS AND DETAILS

3. REFER SHEET G-102 FOR LOCATION OF FIRE RATED WALLS

? DENOTES CODED NOTE##

BOYS LOCKERS

166

BOXING ROOM

160

TOWEL ROOM

168

CORRIDOR

148

MECH. EQUIP.

169

MAIN. STORAGE

170

MUSIC & DANCE

155

ARTS & CRAFTS

153

DARK ROOM

154

HALL

167

HALL

157

46

45

46

47

EQUIP'T ROOM

161A

54

15

FIRST FLOOR

ROUNDED ENDS

PIT WALL

6" MAX

2
' -

 0
"

M
A
X

1
' 
- 
0
"

1' - 4"

2" X 5/8" SIDE RAILS

3/4" DIA. RUNGS @ 12. O.C.

3" X 9" X 3/8" ANGLE
WELDED TO LADDER ,

EXPANSION BOLTED TO
WALL. (TYP)

3
' -

 0
"

4
' -

 0
"

ALL LADDER METAL
TO BE PAINTED
(BENJAMIN MOORE
SATIN FINISH
#1600 TIMBER WOLF)
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FIRST FLOOR

REFLECTED CEILING

PLAN - PARTIAL FINISH

PLAN
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2012

12-13-13

12/13/13

N

 1/8" = 1'-0" A-102

1

PARTIAL REFLECTED CEILING PLAN

- FIRST FLOOR

SCHEDULE OF CODED NOTES
15 EXISTING CEILING TO REMAIN. PATCH AS REQUIRED

45 REMOVE AND REPLACE EXISTING GUTTER

46 ALUM DOWNSPOUT - SEE CIVIL FOR CONTINUATION

47 EXISTING COVERED PATIO STRUCTURE TO REMAIN

54 NEW SURFACE MOUNTED LIGHT FIXTURE - SEE ELECTRICAL DWG'S

 3/4" = 1'-0" A-102

2PIT LADDER DETAIL

No. Date Description



FLOORING

EXISTING CERAMIC TILE TO REMAIN -
PATCH AS REQUIRED WITH NEW CONCRETE
UP TO SAME LEVEL AS EXISTING TILE

PAINT CEILINGBASE

FINISH LEGEND

MANUFACTURER:  BENJAMIN MOORE
CONTACT:  DOROTHY HAZINSKI
P:  330-353-3850

NO BASE

WALLS

PATCH AS REQUIRED
P-2: FLAT CEILING WHITE

P-1
MANUFACTURER:  BENJAMIN MOORE
COLOR:  #1576 ICE CAP
FINISH:  EG-SHEL
CONTACT:  DOROTHY HAZINSKI
P:  330-353-3850

4" SLAB o/ VAPOR
BARRIER o/  4" GRANULAR
FILL- SLOPE TO DRAIN

8" REINFORCED
CONCRETE WALL

SPRAYPAD MANIFOLD - SEE
AQUATICS DWG'S

#4 @12" oc

#4 @12" oc

#4 @12" oc

#5 @12" oc

#5 DWL @ 12" oc

CHAMFER EDGE

1 1/2" DIA. STL PIPE
GUARDRAIL - PAINT
(BENJAMIN MOORE
SATIN FINISH - COLOR
#1600 TIMBER WOLF)

PVC WATER STOP TYP
ALL SIDES

3' - 6"

3
' -

 0
"

8"8"

1
' -

 0
"

WATERPROOFING
MEMBRANE

2

A-601

1
' -

 0
"

2' - 0"

3
' -

 0
"

4
"

4
"

1' - 2"
REMOVE EXISTING
CONCRETE SLAB &
THICKENED FOOTING

PROVIDE REINFORCED
CONCRETE PIT WALL
& NEW FOOTING -
CONTRACTOR TO BRACE
UNDERPIN EXISTING CMU
WALL - REFER TO
SECTION 1/A601 FOR
REINFORCING NOTES

EXISTING CMU WALL

NEW 4" CONC.
PIT SLAB - SEE
SECTION 1/A601
FOR ADDITIONAL
INFORMATION
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DOOR SCHEDULE AND

DETAILS - ROOM

FINISH SCHEDULE &

LEGEND
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2012

12-13-13

12-13-13

ROOM FINISH SCHEDULE

ROOM

NUMBER ROOM NAME

FLOOR

FINISH BASE FINISH

WALLS CEILING

COMMENTSNORTH SOUTH EAST WEST FINISH HEIGHT

161A EQUIP'T ROOM EXISTING
TILE/ NEW
SEALED
CONC

NONE P-1 P-1 P-1 P-1 P-2 PAINT EXISTING CEILING

No. Date Description

 1/2" = 1'-0" A-601

1SECTION
 1/2" = 1'-0" A-601

2SECTION


	AD-101
	A-101
	A-102
	A-601

